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GENERAL NOTES
1.  OCCUPANCY SENSORS SHALL CONTROL ALL
LUMINAIRES IN ROOM WHICH THEY ARE INSTALLED.
2. ALL CONDUITS SHALL BE RUN OVERHEAD UNLESS
NOTED OTHERWISE.
3. ALL LIGHTING FIXTURES EMERGENCY BATTERY
BALLASTS TO BE SERVED BY UNSWITCHED SIDE OF
CIRCUIT, IN ADDITION TO BEING SWITCHED WITH
OTHER ROOM LIGHTING.
4. ALL TYPE L1 FIXTURES ON NORMAL POWER ON THIS
SHEET SHALL BE CONTROLLED BY 40 FOOT HIGH BAY
AISLE PIR OCCUPANCY SENSOR TYPE WITH 20' x 40'
LONG COVERAGE.
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